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FIBER CABLE SHALL BE COVERED WITH A 2°
CORRUGATED HDPE CONDUIT TO APPROXIMATELY
ONE FOOT INTO THE 4" CONDUIT IN FLOOR TO
WHERE THE COiL OF FIBER IS HUNG ON THE STEEL.
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FIBER PANEL INSTALLATION

(LOCATED IN THE BASE OF WTG)
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NOTE: A MINIMUM OF 30 FEET OF
FIBER CABLE SHALL BE
STORED IN FIBER LOOP
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BILL OF MATERIALS - FIBER OPTIC PANEL
ITEM |[QUANTITY[UNIT DESCRIPTION MANUFACTURER CATALOG
CLAMP DETAIL 131 1 EA |OUTDOOR WALLBOXASSEMBLY, TYPE FDS 24 CLEARFIELD WDZ-024-A1F-227

SCALE: N.TS. 132 2 EA |UNISTRUT X 15" POWERSTRUT PS-500
133 4 EA |BEAM CLAMP, TYPE 501 WESTCO 78599150954
134 4 EA |UNISTRUT CLAMPING NUT POWERSTRUT PS S5
135 4 EA |5/16" X 3/4" ROUND HEAD MACHINE SCREW, TYPE 31161504 FASTENAL 27737
136 4 EA |5/16" X 1/2" HEX HEAD BOLT, TYPE 31161561 FASTENAL 13051
137 8 EA |5/16" LOCK WASHERS, TYPE 31161801 FASTENAL 33620
138 4 EA |1/16" FLAT WASHER, TYPE 31161800 FASTENAL 33216
139 4 EA |5/16" X 1-3/4" X 1/8" FENDER WASHER, TYPE 31161807 FASTENAL 33086

NOTES:

| ENERGY SOLUTIONS
PIKE ENERGY SOLUTIONS, LLC.
10101 Claude Freeman Drive, Suite 100W

Charlotte, NC 28262
ND License No. 954PE

SRS

E-FL-33, E~FL34, E~FL-35.

. EACH PAIR OF FIBER STRAND CONNECTORS SHOULD BE LABELED. AN ADDITIONAL LABEL INDICATING THE OUTBOUND
DESTINATION ASSIGNMENT MUST BE PROVIDED IN THE ENCLOSURE. SEE FIBER DRAWING E—-FL-30, E-FL-31, E-FL-32,

TERMINATE AND CLOSE END AT TRACER WIRE WITH SHRINK TUBE. PUSH TRACER WIRE INTO HDPE DUCT.
PANEL TO BE LABELED ACCORDING TO SIEMENS SPECIFICATION.
FIELD DRILL 3/8" INCH DIA. MOUNTING HOLES IN UNISTRUT AS NEEDED.
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